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STRUCTURE NOTES:

@ SERVICE LINE

®2 BROKEN/CHIPPED JOINT

JOINT(S) PULLED 1/4 TO 1/2 OF BELL DEPTH (1' TO 2 ').

® MINOR DETERIORATION ON TOP OF PIPE

V
SERVICE LINE BROKEN AT END

• OISCOLORAT10N ON TOP OF PIPE, IMPUES LEAKAGE

q
DISCOLORATION ON BOTTOM OF PIPE, IMPLIES LEAKAGE

• CIRCUMFERENTIAL CRACK

q SEDIMENT MAY ENTER PIPE AT THIS LOCATION
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NOTES:
ALL SERVICE LINE SIZES AND LOCATIONS ARE APPROXIMATE
AND ARE NOT INTENDED FOR CONSTRUCTION PURPOSES. ONLY
THE CONNECTIONS TO THE 42' STORM PIPE WAS OBTAINED FROM
FIELD DATA.

2. ALL LOCATIONS OF STRUCTURAL OBSERVATIONS ARE BASED
ON VIDEO TAPE SURVEY OF UNE.PLAN 50
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